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AIC Europe B.V.
Graafschap Hornelaan 163A

NL-6001 AC Weert
The Netherlands

Applicable to :

AURAX Natural 29 to 93 kW manual - P-221898 rev. 00 - EN - pages  G-27, G-30

Purpose 
EN  	 Update the min. and max. operating temperatures.

Primary circuit hydraulic data
AURAX NATURAL i 2 AND 4 PIPES

AN i 29.1 AN i 41.1 AN i 56.1 AN i 72.2 AN i 93.2

heating
min. operating temperature °C 25 25 25 25 25

max. operating temperature °C 60 60 60 60 60

Technical Specifications - p. G-27

Technical Specifications - p. G-30
Limits of Operation

Utility hot water temperature (winter 
operation)

Once the system has come up to speed, the 
temperature at the inlet of the utility and/or DHW 
exchanger should not fall below 25 °C.  Lower 
values may cause compressor malfunctions with 
the possibility of breakdown. The minimum inlet 
water of the utility heat exchanger during the 
heating start-up is 5 °C.  The maximum water 
outlet temperature of the utility exchanger must 
not exceed 60 °C. Otherwise, the action of the 
safety devices will stop the unit.

ERRATUM
Temperatures values in hydraulic data


